
VAL-MATIC CHECK VALVE QTY 2

RESILIENT SEAT GATE VALVE QTY 2

INFLUENT PIPE

4" SS VENT

PIPING

4" SS VENT

PIPING

SEWER FORCE MAIN AIR

AND VACUUM RELEASE

FLANGED D.I. 90° BEND

CONDUIT TO CONTROL BUILDING

NEMA 4X, LOCKABLE DISCONNECT

(OPENING DIRECTION - OPEN AWAY FROM WET WELL)

PUMP WITH INTREGAL DISCHARGE ELBOW

WET WELL TO BE COATED WITH

PROTECTIVE COATING PER

SWU SPECIFICATIONS T20

HINGED ACCESS COVER

WITH SAFETY GRATE

FLANGED D.I. TEE

FLANGED REDUCER

(IF APPLICABLE)

FLANGED D.I. COUPLING ADAPTER

PUMP SPACING PER

MANUFACTURE

RECOMMENDATIONS

ABELL-HOWE BASE MOUNT

PILLAR JIB CRANE,

RATED TO PULL EACH PUMP

BASED ON WEIGHT AND DISTANCES.

LOCATION DEPENDANT ON SITE SPECIFICS.

SOLID SLEEVE

EPOXY COATED

(2) MJ X FL D.I. WALL PIPE CAST

INTO WALL, LENGTH = 3'± OR

RETAINER GLAND CAST IN PLACE,

ALL WALL PENETRATIONS

SOLID SLEEVE

EPOXY COATED

PRESSURE GUAGE

RADAR TO BE LOCATED AT PROPER

DISTANCE FROM APPURTENANCES

TO PROVIDE ACCURATE LEVEL

NOTE:

1. ALL CONDUIT AND ELECTRICAL

LAYOUT SHALL BE REVIEWED AND

APPROVED BY S.W.U. PRIOR TO

INSTALLATION.

2. INSTALL MEGA-LUG ON ALL PIPE

PENETRATIONS TO VALVE VAULT.

3. ALL CONCRETE STRUCTURES SHALL

BE SEALED BY REGISTERED

ENGINEER.

SUMP PUMP

SEE DETAIL PS-2-J

1 1/4" MIN.

DRAIN LINE

MJ X FL D.I. WALL PIPE CAST

INTO WALL, LENGTH = 3'±

MJ X FL D.I. WALL PIPE CAST INTO

WALL, LENGTH = 3'± OR RETAINER

GLAND CAST IN PLACE,

ALL WALL PENETRATIONS

MJ X FL D.I. WALL PIPE CAST INTO

WALL, LENGTH = 3'± OR RETAINER

GLAND CAST IN PLACE,

ALL WALL PENETRATIONS

NEMA 4X, JUNCTION BOX FOR LEVEL CONTROLS

(OPENING DIRECTION - OPEN AWAY FROM WET WELL)

WATER STOP, TYP

PRINGDALE
WATER UTILITIES

TYPICAL PUMP STATION SITE PLAN

PLAN VIEW
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