
GRAY SPLIT FACE CMU
AS APPROVED BY DEPARTMENT.

#5 VERTICAL REINFORCEMENT AS SHOWN
WITH COARSE GROUTING TO FULL HEIGHT

PERLITE LOOSE FILL INSULATION
(MUST MEET CITY OF SPRINGDALE
ENERGY REQUIREMENTS)

CEDAR
FASCIA TYP

TREATED 2"X8"
SECURED WITH
5/8" ANCHOR BOLTS

2"x4"
CEILING
JOIST

2"x4" SUB FASCIA
CEDAR
FASCIA 1/2" PLYWOOD

CEILING

R-38 FIBERGLASS
BATT INSULATION

METAL DRIP EDGE

VENTED
ALUMINUM
SOFFIT

2 #4 BARS
CONTINUOUS ALONG
TOP OF STRUCTURE
UNLESS NOTED
OTHERWISE

CONCRETE FILL
VERTICAL
REINFORCEMENT

NTS

NTS

HVAC UNIT

S1

SCADA / RTU CONTROL PANEL

HVAC
UNIT

TRANSFORMERHIGH
VOLTAGE
PANEL

MOUNTED LED WALL PACK AS
NECESSARY TO ILLUMINATE WET
WELL AREA BELOW EAVES

PUMP CONTROL PANEL
FLOOR MOUNT WITH
ALL CONDUIT FROM PUMPS ENTERING
PANEL FROM UNDERGROUND

ATS

S1

MOUNTED LED WALL PACK
18" ABOVE TOP OF DOOR
OR
AS INDICATED ON
ELEVATION

LOW
VOLTAGE

PANEL

+/- 60°

ANTENNA

COAX CABLE TO
ANTENNA

STANDING
SEAM METAL

ROOF

AMANA
PTH153G50AXXX

 OR
APPROVED

EQUAL

2" DOOR JAMB

NTS

NTS

18" MIN
LOUVERED ATTIC VENT

ALUMINUM SIDING
LED FLOOD LIGHT

NTS

NTS

INTERIOR LED LIGHTING, 3 EACH, MIN

EXHAUST FAN
ON WITH

LIGHTS

PRINGDALE
WATER UTILITIES

FOR

DRAWING NO: DATE:
PS-6

DRAWN BY:
CRK

STANDARD SEWAGE PUMP STATION DETAILS

WATER AND SEWER CONSTRUCTION

JAN. 2021

AutoCAD SHX Text
#5 VERTICAL REINFORCEMENT

AutoCAD SHX Text
4

AutoCAD SHX Text
12

AutoCAD SHX Text
4

AutoCAD SHX Text
12

AutoCAD SHX Text
%%UROOF DETAIL

AutoCAD SHX Text
%%UEXTERIOR ELEVATION

AutoCAD SHX Text
S

AutoCAD SHX Text
RIDGE VENT

AutoCAD SHX Text
HVAC

AutoCAD SHX Text
36"x80" EXTERIOR DOOR

AutoCAD SHX Text
SLOPE TO DRAIN

AutoCAD SHX Text
LANDING

AutoCAD SHX Text
%%UFOUNDATION DETAIL

AutoCAD SHX Text
NOTE: FOUNDATION SHALL BE MADE OF 3,000 PSI CONCRETE OR AS APPROVED BY THE ENGINEER. CONCRETE SHALL HAVE A CLASS 6 BROOMED FINISH.

AutoCAD SHX Text
#4 BARS EQUALLY SPACED 12" O.C. BOTH WAYS

AutoCAD SHX Text
2" ASPHALT PAVEMENT

AutoCAD SHX Text
SELECT BACKFILL

AutoCAD SHX Text
#4 HORIZONTAL REINFORCEMENT

AutoCAD SHX Text
6" COMPACTED CLASS 7 BASE

AutoCAD SHX Text
10 ML VAPOR BARRIER PER ACI308.1

AutoCAD SHX Text
%%UEXTERIOR ELEVATION

AutoCAD SHX Text
2x4 RAFTER

AutoCAD SHX Text
1x3 FURRING STRIPS

AutoCAD SHX Text
STANDING SEAM METAL ROOF W/ UNDERLAY

AutoCAD SHX Text
%%UONSITE SPLIT FACE CMU BUILDING DETAIL

AutoCAD SHX Text
%%UTYPICAL INTERIOR LAYOUT

AutoCAD SHX Text
526 OAK AVENUE   P.O. BOX 769   SPRINGDALE, ARKANSAS   72765-0769   (479) 751-5751


